We are IntechOpen, the world’s leading publisher of Open Access books
Built by scientists, for scientists

4,200 Open access books available
116,000 International authors and editors
125M Downloads

154 Countries delivered to
TOP 1% Our authors are among the most cited scientists
12.2% Contributors from top 500 universities

WEB OF SCIENCE™
Selection of our books indexed in the Book Citation Index in Web of Science™ Core Collection (BKCI)

Interested in publishing with us?
Contact book.department@intechopen.com

Numbers displayed above are based on latest data collected.
For more information visit www.intechopen.com
Chapter

Static Var Compensator with Fractional Order Dynamics for Enhanced Stability and Control

Nasim Ullah, Anwar Ali, Haider Ali, Asier Ibeas and Jorge Herrera

Abstract

This chapter presents a new theoretical approach for a novel static Var compensator (SVC) system using fractional order calculus. The thyristor-controlled reactor (TCR) and fixed capacitor are assumed to be noninteger. A state space model is derived for the fractional SVC and a novel fractional order sliding surface is proposed, based on which a fractional order controller is derived for bus voltage stabilization with variable loading. Keeping in view the enhanced stability margins of the system, the parameters of the control system are optimized using Simulink response optimization toolbox. The stability and the convergence proof of the control system is verified using fractional order Lyapunov theorem. The effectiveness of the proposed control scheme is verified using numerical simulations.

Keywords: static Var compensator, transmission line reactance, sliding mode controller, voltage stability, fractional inductor, fractional capacitor

1. Introduction

In recent times, the demand and the importance of a robust transmission network is increasing at an extraordinary rate. With the advancement of the society, it is vital to ensure the enough power availability to both the common consumer and the industry. The conventional transmission system has several disadvantages that include the lack of its operation on full load capacity, performance degradation under heavy inductive loads, and voltage sagging problems. Moreover, the conventional transmission system is not efficient in resolving and isolating the fault over the lines because most of the power systems are controlled through mechanical means. A more preferable alternative to the fixed mechanical control of the transmission network is the flexible AC transmission system (FACTS). All FACTS controllers are operated in a closed loop fashion and a detailed comparison of several control schemes is presented in the work given in [1].

The shunt compensators are preliminarily used for the reactive power compensation over the transmission network system. The reactive power is supplied or absorbed using the electronic drive-based shunt flexible ac transmission system (FACTS) controllers including the static Var compensator (SVC) and STATCOM [2, 3]. Over a transmission network bus voltage stability is a prime issue and it needs to be addressed for the overall stability of the power network. The bus voltage over
a transmission network is subject to the variations due to the stochastic nature of variable inductive load demands. The bus voltages are much dependent on the reactive power demands [3]. The utilization of the SVC as shunt compensation for voltage management and related concepts are discussed by the authors of reference [4]. SVC has a simple structure, which provides controlled reactive power compensation over the transmission network. Other shunt compensators such as static synchronous compensator (STATCOM), which is based on the power electronics converter concept, is an advanced version of the FACTS controllers [5]. The power electronics-based shunt compensator can provide dynamic stability of the power network over a wider range as compared to the conventional SVC-based system. However, the closed loop control structure in case of the power electronics-based FACTS controller is more complex as compared to the SVC. In [6], the authors proposed a coordinated control strategy for the dynamic stability of the SVC-based power network. In order to enhance the transient stability, damping of power oscillations, and economic operation of the power network, several researchers have proposed the utilization of the unified power flow controller (UPFC) that simultaneously provide the series and shunt compensation over the transmission network [7, 8]; however, the structure of the closed loop control system is very complex for the UPFC. Moreover, the solution is very costly as compared to the conventional SVC-based power system. Different applications of the UPFC and STACOM controllers in the power networks have been discussed in detail by the authors of Ref. [9–11]. Apart from the applications of the FACTS controllers, another important issue is to choose the optimal location for the installment of these controllers [12]. A detailed review on the optimal placement of the FACTS devices is presented in [13]. Apart from the benefits of the FACTS controllers, feedback system plays vital role in achieving the control objectives. Several integer order robust control methods have been proposed for the SVC-based power system control problem. The detailed discussion of the power flow stability using closed loop FACTS controllers are discussed by the authors of [14–17]. In the above cited work, the authors proposed several control techniques such as adaptive backstepping, fuzzy logic; Lyapunov-based nonlinear controller and the \( \text{H}_\infty \) Control. In [18], the authors have proposed robust variable structure control system for the SVC-based power system. An important issue in the design of any control system is how to select the optimal parameters. Different approaches are used in the literature such as PSO-based parameters optimization [19] and genetic algorithm-based parameters selection in [20–24]. In [25, 26], two different variants of the robust controllers have been proposed for VSC-based HVDC system. Fractional calculus is finding numerous applications in the area of the modeling and control of the dynamic systems. Fractional order systems have some additional advantages over integer order systems such as high degree of freedom in the parameters selection, robustness to noise, offer less chattering in the control signal, and wide stability margins [27]. In [28, 29], the authors proved that the fractional order systems are stable even when the systems roots lie in the right half of the complex plane. The formulation of fractional order controllers based on fractional order models offer additional advantages such as reduced computational costs and more robustness against uncertainties [30, 31]. Several authors proposed fractional order model-based controllers such as robotic manipulators [32], thermal modeling of buildings [33], aircraft [34], and pneumatic actuators [35]. Based on the above literature survey, it is concluded that the wider stability region concepts of the fractional order systems can be applied in several fields of interests. Particularly, the fractional order dynamics can be introduced to the SVC-based power system dynamic systems for enhanced stability margins. Fractional order filters consisting of inductive and capacitive elements have been practically realized and discussed in the literature. Fractional order
tunable resonators and filters have been practically realized and the details are given in [36]. Electronically tunable all pass filter has been proposed and discussed in [37]. This chapter proposes static Var compensator (SVC) using fractional order inductive and capacitive elements. The idea is exploited theoretically and the dynamic equation of the fractional order susceptance is derived. Finally, a novel fractional order sliding surface is proposed and a feedback controller is derived for the bus voltage stabilization problem of power transmission network. The parameters of the proposed control scheme are tuned using Simulink response optimization tool box.

2. Mathematical model of TCR-FC type SVC by inclusion of fractional inductor and capacitor

Figure 1 shows the block diagram of the fractional order SVC-based power system. Before going into the details of the mathematical models of fractional order SVC, this section presents the definitions of the fractional calculus.

2.1 Definitions of fractional derivatives and integrals

Basic definition of the fractional operator can be denoted by a general fundamental operator $aD^\alpha_t$ as a generalization of the differential and integral operators, and it is defined as [28].

$$ aD^\alpha_t \equiv D^\alpha = \begin{cases} \frac{d^\alpha}{dt^\alpha}, & R(\alpha) > 0 \\ 1, & R(\alpha) = 0 \\ \int_a^t (d\tau)^{-\alpha}, & R(\alpha) < 0 \end{cases} $$

(1)

Here $\alpha$ represents the order of fractional operator and $R(\alpha)$ represents set of real numbers. The following three definitions used for the general fractional operator are the Riemann–Liouville (RL) definition, the Caputo definition, and the Grunwald–Letnikov (GL) definition. The $\alpha$th order Riemann–Liouville fractional derivative of function is given by [28].

Figure 1. (a) Configuration of fractional SVC (TCR-FC), (b) single machine infinite bus configuration.
Riemann–Liouville formula of the αth-order fractional integration can be written by

\[ aD_\alpha^\alpha f(t) = \frac{d^n}{dt^n} f(t) = \frac{1}{\Gamma(n-a)} \int_a^t \frac{f(\tau)}{(t-\tau)^{n-a+1}} d\tau \]  \hspace{2cm} (2)

Here \( m \) is the first integer larger than \( \alpha \), such that \( m - 1 < \alpha < m \), with \( t - a \) is the interval of integration and \( \Gamma \) is the Euler’s Gamma function. The Caputo fractional derivative expression of a continuous function is expressed as

\[ aD_\alpha^\alpha f(t) = \left\{ \begin{array}{ll}
\frac{1}{\Gamma(n-a)} \int_a^t \frac{f^n(\tau)}{(t-\tau)^{n-a+1}} d\tau & (n-1 < \alpha < n) \\
\frac{d^n}{dt^n} f(t) & (\alpha = n)
\end{array} \right. \]  \hspace{2cm} (4)

The GL definition is given as:

\[ aGL^\alpha f(A) = \lim_{h\to 0} \frac{1}{h^{\alpha}} \sum_{j=0}^{[t/h]} (-1)^j \binom{\alpha}{j} f(t-jh) \]  \hspace{2cm} (5)

Here, \( h \) represents the time step that is increasing with time and \([.]\) is the integer part,

\[ \binom{\alpha}{j} = \frac{\Gamma(\alpha+1)}{\Gamma(j+1)\Gamma(\alpha-j+1)} \]  \hspace{2cm} (6)

**Theorem 1:** The following equation shows an autonomous system [29]:

\[ aD_\alpha^\alpha x = Ax, \ x(0) = x_0 \]  \hspace{2cm} (7)

Here \( \alpha \) is differential order, \( x \in \mathbb{R}^n \) and \( A \in \mathbb{R}^{n\times n} \). The system is asymptotically stable if \( |\arg(eig(A))| > \alpha \pi / 2 \). If the condition is satisfied then the system converges toward zero like \( t^{-\alpha} \). The system stability is guaranteed if \( |\arg(eig(A))| \geq \alpha \pi / 2 \) and the critical Eigen values that satisfy \( |\arg(eig(A))| = \alpha \pi / 2 \) have geometric multiplicity. Moreover, the stable region of fractional system with \( 0 < \lambda < 1 \) is larger than that of \( 1 < \lambda < 2 \), \( \lambda = 1 \).

From Figure 2, it is clear that the fractional order systems with the fractional orders range of 0–1 have wider stability margins as compared to the integer order systems.

### 2.2 Mathematical model of fractional SVC-based power system

The goal of this work is to include the fractional components in the SVC mathematical model [18]. In order to modify the conventional design of TCR-FC type SVC, the fractional order inductor and capacitor are used to analyze and improve the system performance. Controllable part of the SVC is the susceptance, so the mathematical model derived in this section shall be represented in terms of the
susceptance ($B$). The block diagram of the system and single machine infinite bus configuration is shown in Figure 1a and b.

For the integer type of SVC-based power system, the expression of the susceptance is expressed as [18].

$$B_{SVC} = B_{TCR} + B_C \quad (8)$$

In Eq. (8), $B_{TCR}$ represents the susceptance of the thyristor-controlled reactor and $B_C$ is the susceptance of the fixed capacitor. The susceptance of the thyristor-controlled reactor depends on the degree of firing angle of the thyristor and it can be expressed as

$$B_{TCR} = B_L \left( \frac{2\pi - 2\alpha \sin(2\alpha)}{\pi} \right) \quad (9)$$

In Eq. (9), $B_L$ represents the susceptance of the inductor. If the capacitor and inductor are noninteger, then Eq. (8) is expressed as

$$B_{SVCf} = B_{TCRf} + B_{Cf} \quad (10)$$

Here $B_{SVCf}$ represents the fractional susceptance of the SVC configuration, $B_{Cf}$ and $B_{TCRf}$ represent the fractional susceptance of the inductive and capacitive elements. From Eq. (9), the fractional inductance of the inductor is expressed as $B_{Lf}$ [31].

$$B_{Lf} = \frac{1}{2\pi f L_f} \quad (11)$$

The voltage dynamics across a fractional inductor is written as

$$\begin{pmatrix} \frac{D\gamma}{V_L} = \frac{1}{L_f} \\ L_f = \frac{V_L}{D\gamma I_L} \end{pmatrix} \quad (12)$$

Combining Eqs. (12) and (11) yields the fractional order susceptance of the inductor as
Recent Developments in Power Applications on Sliding Mode Control (SMC)

\[ B_{lf} = \frac{1}{2\tau_f} \frac{V_L}{I_L} \]  \hspace{1cm} (13)

By multiplying the operator \( D' \) on both hand sides of Eq. (13) yields

\[ D' B_{lf} = D' \left[ \frac{1}{2\tau_f} \frac{V_L}{I_L} \right] \]  \hspace{1cm} (14)

Using Eq. (14), and by equating \( D' B_{lf} = D' B_L \), Eq. (9) in fractional order sense is written as

\[ B_{TCF} = \frac{D' B_L (2\pi - 2\alpha + \sin(2\alpha))}{\pi} \]  \hspace{1cm} (15)

The voltage and the current dynamics across the fractional capacitor is written as \( V_c = \frac{1}{C_f} \frac{D' B_L}{\pi} I_c \). Here, \( V_c \) represents the voltage, \( I_c \) is the current across the capacitor, \( C_f \) is the fractional capacitance, and \( D^{-\gamma} \) represents the fractional integrator. Now, the current–voltage dynamics across the fractional capacitor are expressed as [31].

\[ C_f = \frac{I_c}{D' V_c} \]  \hspace{1cm} (16)

The fractional capacitive susceptance is written as

\[ \begin{bmatrix} B_{CF} \\ B_{CF} \end{bmatrix} = \begin{bmatrix} 2\pi \frac{C_f}{V_c} \\ 2\pi \frac{I_c}{D' V_c} \end{bmatrix} \]  \hspace{1cm} (17)

Simplifying Eq. (17) yields

\[ D' B_{CF} = 2\pi D' \left( \frac{I_c}{D' V_c} \right) \]  \hspace{1cm} (18)

By combining Eqs. (10), (15) and (18), one obtains

\[ B_{SVCf} = \frac{D' B_L (2\pi - 2\alpha + \sin(2\alpha)) + \pi D' B_{CF}}{\pi} \]  \hspace{1cm} (19)

The modified state space representation of the power system with the fractional order SVC-based system configurations written as

\[ \begin{align*}
\dot{\delta} &= \omega \\
\dot{\omega} &= \frac{1}{M} \left( P_m - \frac{V_1 V_2 \sin\delta}{X} - D\omega \right) \\
\dot{V}_2 &= \frac{1}{\tau} \left( -\frac{V_2^2}{X} + V_2 \left( \frac{D' B_L (2\pi - 2\alpha + \sin(2\alpha)) + \pi D' B_{CF}}{\pi} \right) + V_1 V_2 \cos\delta - kP_d \right) \\
D' B_L &= \frac{1}{\tau} \left( V_{ref} - V_2 \right)
\end{align*} \]  \hspace{1cm} (20)
In Eq. (20), $\delta$ represents the power angle of the generator, $w$ is the angular speed, $P_m$ is the input mechanical power to the generator, $D$ is the damping component, $M$ is the moment of inertia, $P_d$ represents the load demand over time, $V_1$ is the sending end voltage, and $V_2$ is the voltage over infinite bus.

3. Controller formulation and stability proof

The control objective is to formulate a robust control system for the fractional order SVC-based power system that must behave as insensitive to the disturbances and uncertainties, thus ensure a stabilized voltage over the transmission lines. Thus, the control objective is the regulation of the bus voltage $V_2$ regardless of the variation in the generation side and load side. Let $e = V_2r - V_2$, $\dot{e} = \dot{V}_2r - \dot{V}_2$ and the control signal is $B_{SVC} = D'B_{SVC}$, then the fractional order sliding manifold is defined as

$$S = C_1D^{-\alpha/2}e + C_2\dot{e}$$  \hspace{1cm} (21)

In the above expressions $e$ represents the error signal, $V_2r$ is the reference signal and $\dot{V}_2$ represents the first derivative of the command signal. Differentiating Eq. (21) with respect to $D\alpha$ yields

$$D\alpha S = C_1D^{-\alpha/2}e + C_2D\alpha\dot{e}$$  \hspace{1cm} (22)

By combining Eqs. (20) and (22), one obtains

$$D\alpha S = C_1D^{-\alpha/2}e + C_2D\alpha\left(V_2r + \frac{1}{\tau}V_2^2 - \frac{1}{\tau}V_2D'B_{SVC} - \frac{V_1V_2\cos\delta}{\tau X} + \frac{1}{\tau}kP_d\right)$$  \hspace{1cm} (23)

The control law is derived as

$$D'B_{SVC} = -\tau\frac{V_2^2}{V_2r} - \frac{V_1V_2\cos\delta}{\tau X} + \frac{k}{\tau}P_d - \dot{V}_2r - \frac{C_1}{C_2}D^{-\alpha/2}e - kD^{-\alpha}sgn(S)$$  \hspace{1cm} (24)

The following inequality holds [30].

$$\sum_{j=1}^{\infty} \frac{\Gamma(1 + \alpha)}{\Gamma(1 - j + \alpha)\Gamma(1 + j)}D^\alpha S^{\alpha + j} \leq \tau|S|$$  \hspace{1cm} (25)

Here $\tau$ is a positive constant. To prove the stability of the closed loop system, the Lyapunov function is chosen as $V = \frac{1}{2}S^2$. Applying operator $D\alpha$ to the Lyapunov function yields

$$D\alpha V = SD\alpha S + \sum_{j=1}^{\infty} \frac{\Gamma(1 + \alpha)}{\Gamma(1 - j + \alpha)\Gamma(1 + j)}D^\alpha S^{\alpha + j}S$$  \hspace{1cm} (26)

Using Eq. (25), we can simplify Eq. (26) as

$$D\alpha V \leq SD\alpha S + \tau|S|$$  \hspace{1cm} (27)
Using Eqs. (23) and (27), $D^\alpha V$ is calculated as

$$D^\alpha V \leq S \left( C_1 D^{\alpha/2} e + C_2 D^\alpha \left( V_{2r} + \frac{1}{r} V_{2r}^2 - \frac{1}{r} V_{2r}^2 D^\alpha \frac{V_1 V_2 \cos \delta}{r X} + \frac{1}{r} k P_d \right) \right) + \tau |S|$$  \hspace{1cm} (28)

By combining Eqs. (24) and (28), one obtains

$$D^\alpha V \leq -K_1 |S| + \tau |S|$$  \hspace{1cm} (29)

The first term of Eq. (29) is negative, so if the discontinuous gain $K_1 > |\tau|$, then it is shown that the fractional derivative of the Lyapunov function is always less than zero, that is, $D^\alpha V \leq 0$, which means that reaching condition of the sliding surface is satisfied and $S = 0$. The following lemmas are defined that will be used in the convergence proof.

**Lemma 1.** If integral of the fractional derivative $D^\alpha f(t)$ of a function $f(t)$ exists then according to [30],

$$a D^\alpha t f(t) = f(t) - \sum_{i=1}^{K} \left[ a D^\alpha t f(t) \right]_{a=1}^{K} \frac{(t-a)^{\alpha-1}}{\Gamma(\alpha-1)}$$ \hspace{1cm} (30)

Here $K = 1 \leq \alpha < K$ and $\Gamma$ represents the standard gamma function.

**Lemma 2.** The fractional integral operator $a D^{-\alpha} t$ with $\alpha > 0$ is bounded such that the expression in Eq. (31) is valid [29].

$$\|a D^{-\alpha} f(t)\|_P \leq K\|f(t)\|_P; 1 \leq P \leq \infty; 1 \leq K \leq \infty$$ \hspace{1cm} (31)

From Eq. (29) it is proved that the sliding surface is zero, that is, $S = 0$. With this condition Eq. (31) can be simplified as

$$D^{-\alpha/2} e = -\frac{C_2}{C_1} e$$  \hspace{1cm} (32)

Multiplying Eq. (32) by $D^{-1-\alpha/2} e$ and by further simplification, one obtains

$$\left\{ e = -\frac{C_2}{C_1} D^{-1-\alpha/2} e \right\}$$  \hspace{1cm} (33)

Using Lemma 1, Eq. (33) can be expressed as

$$e - \left[ a D^{(\alpha/2-1)} e \right]_{t=t-r}^{t} \frac{(t-t_r)^{\alpha/2-1}}{\Gamma(\alpha/2)} = -\frac{C_2}{C_1} D^{-1-\alpha/2} e$$ \hspace{1cm} (34)

At time $t = t_r$, the term under the fractional integral of Eq. (34) is equal to zero, that is, $\left[ a D^{(\alpha/2-1)} e \right]_{t=t_r}^{t} \frac{(t-t_r)^{\alpha/2-1}}{\Gamma(\alpha/2)} = 0$, then the remaining expression of Eq. (34) can be written as

$$e = -\frac{C_2}{C_1} D^{-1-\alpha/2} e$$ \hspace{1cm} (35)
Eq. (35) can be expressed as

\[ D^{-2}D^2(e) = -\frac{C_2}{C_1}D^{-1-a/2}e \] (36)

Using Lemma 1, Eq. (36) is expanded as

\[ e(t) = \left[ t_1D^1(t)e(t) \right]_{t=t_r} + \frac{(t - t_r)^2 - (t_r)^2}{2} - e(t_r) = -\frac{C_2}{C_1}D^{-1-a/2}e(t) \] (37)

Application of Lemma 2 to the right hand side of Eq. (37) yields

\[ -\frac{C_2}{C_1}D^{-1-a/2}e(t) \leq -\frac{C_2}{C_1}K\|e(t)\| \] (38)

Combination of Eqs. (37) and (38) yields

\[ \|e(t) - \left[ t_1D^1(t)e(t) \right]_{t=t_r} + \frac{(t - t_r)^2 - (t_r)^2}{2}\| - \|e(t_r)\| \leq -\frac{C_2}{C_1}K\|e(t)\| \] (39)

If \( S(t = t_r) = 0 \) and \( e(t) = 0 \), then the necessary condition of convergence is \( t_r \leq t_s < \infty \). Using this concept Eq. (39) can be expressed as

\[ \left\{ \left[ t_1D^1(t)e(t) \right]_{t=t_r} + \frac{(t - t_r)^2 - (t_r)^2}{2}\| - \|e(t_r)\| \right\} \leq 2\|e(t_r)\| \] (40)

From Eq. (40), one obtains

\[ t_r \leq t_s - \frac{2\|e(t_r)\|}{\|e(t)\|_{t\neq t_r}} \] (41)

From Eq. (41), it is proved that the error will converge near to the equilibrium points in finite time.

4. MATLAB/Simulink response optimization tool box

MATLAB/Simulink offers built-in response optimization tool box, which is extensively used for the optimal parameters selection of the control system [38]. To start the GUI, go to analysis tab of the simulink and click response optimization tool box. Define the parameters to be optimized in the MATLAB workspace. Then, use the response optimization tool box for importing the workspace defined parameters as design variables. The minimum and maximum search space of the design variables are adjusted. In the second step, the input reference signal is defined and imported using the toolbox. Finally, the output signal is imported from the simulink model that will follow the reference imported signal such that the error between the two signals is minimum. The error is minimized in an iterative manner and in this case, the error signal is the cost function. While minimizing the cost function, the parameters of the control system are adjusted online. The toolbox is associated with different optimization methods such as pattern search, simplex search, and gradient descent methods [39, 40].

DOI: http://dx.doi.org/10.5772/intechopen.79615
5. Optimization of the control system for fractional order SVC-based system

The derived fractional order control system is shown in Eq. (24). For best control performance, it is vital to choose the optimal control parameters. This work compares the performance of the proposed controller (Eq. 24) to the conventional PID control system. The parameters of the proposed control scheme are optimized using Latin Hypercube method and Simulink response optimization toolbox. The order of the fractional operator is chosen constant as $\alpha = 0.8$.

To optimize the parameters, the cost function chosen is the integral of square of the error (ISE) between the reference command and the feedback signal. The initial values of the controller parameters are chosen as $C_1 = 0.58$, $C_2 = 0.78$, and $K_s = 0.48$. The convergence of the parameters to the optimal values is shown in Figure 3. The optimal parameters after convergence of the optimization algorithm are: $C_1 = 0.35$, $C_2 = 0.86$ and $K_s = 0.625$. The optimized step response of the closed system is shown in Figure 4.

The step response and optimized parameters of the PID controllers are shown in Figures 5 and 6. Figure 5 shows the response of the system with optimized PID under nominal conditions. The optimal parameters are given in the table of Figure 6.
6. Results and discussions

For numerical simulations, the nominal parameters of the power system including the SVC configuration are given as following [18]: $M = 1$, $X = 0.5$, $V_1 = 1$, $\tau = 8$, $k = 0.25$, $D = 0.1$, and $P_{in} = P_d$. The Simulink simulation setup is shown in Figure 7 and the profile of the load demand is shown in Figure 8.

6.1 Step response comparison

The control performance of the SVC-based power system under the step response is compared in Figure 9. The comparison is done for the error of the bus voltage stabilization response under the proposed fractional order control system and optimized PID. From the simulation results, it is concluded that the proposed
control system is more robust against the load demand variation profile as compared to the optimized PID control system.

6.2 Tracking response comparison

In this section, the bus voltage tracking performance of the SVC-based power network is compared under the action of the proposed control and the optimized
PID. The comparative results are shown in Figure 10. From the results provided, it is clear that the system under the proposed control scheme perfectly tracks the reference command while the system under the PID controller exhibits tracking errors of considerable magnitudes.

6.3 Performance comparison under inductive variable loading condition

The system’s bus voltage stabilization under heavy inductive loads is compared under the action of the proposed control and the optimized PID. The simulation results are shown in Figure 10. The inductive load is varied gradually from time \( t = 60 \) sec and increased step wise till \( t = 100 \) sec. The proposed controller is robust against the dynamics introduced due to the heavy inductive loads. From Figure 11, it is clear that the response of the power system with PID-based SVC system suffers from voltage sags condition. The proposed controller-based SVC system is efficient in handling the situation and thus, the bus voltage error is very small with no voltage dips.

The control signals comparison is given in Figure 12. The proposed control system offers low frequency oscillations, which shows the robustness of the proposed method as compared to the PID method. Usually, in classical sliding mode control method, the robust term excites high frequency oscillations. Due to the high frequency oscillations, the classical sliding mode control is not feasible for practical
implementations. The proposed control method is noninteger in nature and from the control law given in Eq. (24), there is an integral term around the robust term, that is, signum function. So, it excites low frequency oscillations and thus it is very feasible for practical implementation over the microprocessor.

7. Conclusions

In this chapter, a fractional order SVC-based power system is discussed. Based on the fractional sliding manifold, a fractional order sliding control system is proposed. The robustness of the proposed control system is tested under the variable load demand and heavy inductive loading. The performance of the proposed control system is compared with a classical PID control system. From the results and discussion section, it is clear that the proposed control system is more robust as compared to the classical PID control under nonlinear loading profile. Moreover, the control chattering phenomenon is significantly reduced. The proposed control system is feasible for practical implementations.

Acknowledgements

The authors are thankful to the University of Technology Nowshera, Pakistan for providing the financial support for the publication of this chapter.
References


[27] Chen YQ, Petras I, Xue D. Fractional order control–A tutorial. In: 2009 American Control Conference Hyatt Regency Riverfront, St. Louis, MO, USA; June 2009. pp. 10-12


[34] Ijaz S, Yan L, Humayun MT. Fractional order modeling and control of dissimilar redundant actuating system used in large passenger aircraft. Chinese Journal of Aeronautics. May 2018;31(5):1141-1152

