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1. Introduction
The hot emergence of remote monitoring and control systems in recent years is closely
related to the outstanding advance in electronics and instrumentation techniques. As one of
the earliest examples, the telemetry experiments using satellite-relay systems for remote
hydrologic data collection (Glasgow et al., 2004) in the 70’s should be remembered. Since
then, a fast and continual appearance of real time monitoring systems occurred, new devices
and tools have kept coming up, and more and more powerful resources are available with
decreasing prices. Hence, remote monitoring and control systems are gaining market-share
in diversified areas such as industry, security, education and even in health-care
applications.
In every distinct area it is possible to evince different advantages and applications when
using remote systems. To exemplify the industrial field, a remote data acquisition may be
used to monitor machine health and energy consumption in environments where it is
difficult to access or to use wired data acquisition systems (Khan et al., 2004). As another
example, a remote fault diagnostic system to check machines status including data, image,
and video trough the Internet and mobile terminals by wireless application protocol (WAP)
(Wang et al., 2007) was implemented. In the security area, a robot can inspect home
environment giving general information and alarms about dangerous situations using
wireless network (Zhang et al., 2007). In addition, real-time remote health monitoring
systems can acquire and process data to evaluate long bridge structure reliability (Jianting et
al., 2006). Regarding the educational field, there is a web-based remote control laboratory
that employs a greenhouse scale model for teaching greenhouse climate control techniques
using different hardware and software platforms (Guzmán et al., 2005), and also a virtual
laboratory that permits remote access via Transmission Control Protocol/Internet Protocol
(TCP/IP), enabling control and supervision through the Internet (Garbus et al., 2006). In
addition, the results of an evaluation of remote monitoring in home health care show a
reduction in nursing visit and hospitalization rates in the remote monitoring patient group
(Rosati, 2009).
The example list can be much longer. The technological advances allow development of
systems with more and better resources and higher transmission rates, consequently
increasing its complexity and budget. However, in various applications we just need to
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control or monitor simple tasks, which can be performed by less complex and cheaper
systems. In some cases there is a very small amount of data being collected and the
necessary command to perform a specific action can be sent in a simple text message with a
few characters. In this context, the short message service (SMS) used in cellular networks is
being adapted to several remote applications. Despite some restrictions, such as the limit of
160 characters per message without a user-friendly graphical interface, the SMS is widely
available throughout the digital cellular network. It can be used by any 2G cell phone, it is a
low cost service, and it does not overload the network since this service does not consume
much network resources. These and other advantages led to the development of diversified
remote applications using SMS. Among many examples, the SMS can be used to monitor
and/or control remotely the functions of an automotive alarm (Figueiredo et al., 2008), the
ambient temperature in regions of difficult access (Zarka et al., 2006), a computer network
(Sarram et al., 2008), an electronic switching system (Zahariah et al., 2009), as well as the
status of power earth lines (Xiao et al., 2009).
Addressing now the main focus of this chapter, the Laboratory Virtual Instrumentation
Engineering Workbench (LabVIEW) is a graphical programming environment from
National Instruments that deserves attention not only on remote systems, but in a wide
range of applications. Originally released in 1986, LabVIEW is commonly used to develop
sophisticated measurement, test, and control systems; and its graphical language permits
the development of programs even by inexpert programmers. The popularity of this
platform has been increasing. Some years ago it was included in the curriculum of electrical
engineering students by practical approaches involving experiments in electronics (Alsaialy
et al., 2003; Higa et al., 2002). It is also possible to highlight a long list of applications using
LabVIEW, among which we cite a system to analyze and monitor the mechanical vibration
of industrial machines (Lita et al., 2005); a remote-accessed instrumentation laboratory for
digital signal processors training on the Internet (Gallardo et al., 2006); a solution of data
acquisition/distribution designated for remote process control and long distance learning
(Sgârciu & Stamatescu, 2010); a tele-health system that detects changes in heart rate and
blood pressure of the patient in advance and sends an alert SMS to the doctor (Sukanesh et
al., 2010); and a low cost system to monitor and control laboratory instruments remotely by
SMS (Figueiredo et al., 2009). This chapter will be developed based on this last application,
focusing on the necessary steps for the LabVIEW-based software development and
describing all the programming details for creating a remote monitoring and control system
using LabVIEW and SMS. Additionally, at the end of the chapter, an example of system
applicability is illustrated in a measurement procedure, validating the developed tool and
demonstrating the implementation in a specific application.
In general terms, a computer running LabVIEW is connected to a Global System for Mobile
Communication (GSM) modem via RS-232 serial communication. This GSM modem is
controlled by AT commands, which is a standard-command set with instructions used for
modem control, detailed in Section 2 of this Chapter. The GSM modem enables the user to
monitor and control a specific instrument while away from it, using a cell phone that sends
and receives text messages through SMS. As an example to be discussed here, the
instrument can be connected to LabVIEW via IEEE-488 General Purpose Interface Bus
(GPIB), but it can also be easily adapted for other communication forms.
The chapter is organized as follows:
•
Section 2 aims to provide basic knowledge about issues that will be raised during the
system development. The text brings basic information about LabVIEW, SMS and AT
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commands, always focusing on the resources that will be applied in this particular
project;
Section 3 describes the system architecture. Also, the program created in LabVIEW will
be fully detailed;
Section 4 presents a case study in which the designed tool is applied to an 1.8-GHz
narrow band envelope measurement made in an urban area to characterize the
coherence bandwidth between two frequency-spaced radio mobile signal (Ribeiro et al.,
2007), demonstrating the remote SMS system operation and results.;
Section 5 gives the concluding remarks followed by acknowledgments in Section 6;
Section 7 comes with the references.

2. Background
As mentioned earlier, the purpose of this Section is to provide a basic understanding of the
issues to be raised throughout the chapter. Initially, the SMS will be briefly addressed,
followed by some explanation of AT commands, listing the main commands that will be
used to control the GSM modem. Lastly, some basic LabVIEW concepts related to the
development of our remote application will be quickly described.
2.1 Short Message Service (SMS)
The SMS technology evolved from the GSM standard in the early 90’s. It is currently
available in the entire GSM network and can be accessed by practically every cell phone.
The service enables the user to send messages with the maximum length of 160 or 140
characters when using 7-bit or 8-bit encoding, respectively. The system can segment
messages that exceed the maximum length into shorter messages. In this case, it must use
part of the payload for a user-defined header that specifies the segment sequence
information. When a text message is sent from a user to another, the phone actually sends
it to a short message service center (SMSC), where the message is stored and delivered
when the recipient is on the network. Namely, it is a store-and-forward operation. In this
paradigm, the system keeps resending the message for some period of time until it is
successfully received. The SMSC usually has a configurable time limit for how long it will
store the message, and be able to resend it in case of failure in the previous attempts.
Messages can be sent using text mode or protocol data unit (PDU). The text mode is a
character-based protocol and it is the simplest mode to send messages, suitable for
unintelligent terminals. The PDU may contain control information, address information,
or data, i.e., this mode adds the convenience of binary data to be transmitted, not just
characters (Peersman et al., 2000; Brown et al., 2007). In this project the exchanged
messages will be composed only of ASCII characters. Therefore, the SMS text mode will
be used, which, despite allowing only transmission of characters, it is simpler to work
with.
In this project, the GSM modem is responsible for sending and receiving text messages. It
can accesses the GSM network like a mobile phone, differing in the way it is controlled,
which is accomplished through AT commands. The command set may vary according to the
device manufacturers. Here, the GSM modem used was assembled with the Motorola G24
module, whose operation and main AT commands are described below.
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2.2 AT commands
AT or Hayes commands are a set of data stream commands for communication between
computers and modems. Originally developed by Hayes Microcomputer Products in the
beginning of modem communications, the AT commands became a standard for modem
control. AT is the prefix for almost every command-line set; it is derived from the word
“attention” and tells the modem that a request is coming. Requests can be made to
accomplish a particular action, to change or query a specific parameter and they are sent to
the modem through strings (Figueiredo et al., 2008; Jawarkar et al., 2007; Zhicong et al.,
2008).
An AT command line may be composed by one or more commands, but it must not exceed
140 characters. Extended commands are preceded by the “+” symbol and are separated on
the same line by a semicolon, whereas basic commands can be separated by a single blank
space. The syntax of an extended command enables to query or change more than one subparameter, but the sub-parameters that will not be modified can be omitted from the
command line. In order to clarify the structure of an AT command line, an example is
shown in Figure 1, where the suffix <CR> is the ASCII (American Standard Code for
Information Interchange) character to “carriage return”. After a query, the modem responds
with a result code that can include the current values and the range of possible values of the
consulted parameter. The result code is also emitted after a request, informing the success or
failure of the execution through the strings OK or ERROR, respectively. An example of the
result code is shown in Figure 2, where <LF> is the ASCII character to “line feed”
(Figueiredo et al., 2008; Motorola, 2008).

Fig. 1. Basic structure of an AT command line [adapted from (Motorola, 2008)].
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Fig. 2. Basic structure of result codes [adapted from (Motorola, 2008)].
2.2.1 Main AT commands
The list of all AT commands available for a particular device can be obtained from its
manufacturer. Here we listed only the main commands that were used to develop this
project and for the specific employed modem (Motorola, 2008).
•
AT&K0: this command disables the flow control and must be the first command sent
when the serial communication cable does not have the pins to transmit the RTS
(request to send) and CTS (clear to send) signals;
•
ATE0: disables the echo from the modem, i.e., the ASCII characters sent are not
repeated back;
•
AT+CSQ?: queries the modem signal intensity and ranges from 0 (no signal) to 31
(maximum signal);
•
AT+CMGF: configures the message format; “AT+CMGF=1” sets to text mode, where
the body of the message and its headers are given as separate parameters;
•
AT+CNMI: configures how incoming messages will be handled by the modem;
“AT+CNMI=,2” routes incoming messages directly to the terminal in a result code with
the prefix “+CMT”. Analogously in a cell phone configured with this mode, instead of
an incoming message warning, the content of the message is immediately displayed on
screen;
•
AT+CNMA: acknowledges the receipt of a message and when the “CNMI =,2” mode is
configured this acknowledgment must be sent whenever a new message is received;
•
AT+CMGS: sends a short message from the modem to a given recipient and its syntax
is “AT+CMGS=<”recipient number”>,<call type code>” followed by the message content,
the call type code for local calls is “129”.
2.3 LabVIEW
LabVIEW is a powerful platform for algorithm development, design, prototyping, and
interfacing of embedded system with real-world hardware. LabVIEW uses graphical
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language (G) that enables the creation of programs in block-diagram form, which are called
virtual instruments (VI). The main executable program is called the top-level VI and the
programs used as modular subroutines are called subVIs. Every VI consists of two main
components, the graphical user interface that is named front panel; and the graphical code
that implements the functionality of the VI, called block diagram. Once a VI is created and
saved, it can be used as a subVI in the block diagram of another VI, acting as a subroutine
(Gan & Kuo, 2007; Oussalah & Djezzar, 2010; Sumathi & Surekha, 2007).
The front panel contains objects known as controls and indicators. Controls are the inputs
that provide data to the block diagram, and indicators shows output data from the block
diagram. These objects, such as buttons, switches, LEDs and graphs are selected from the
controls palette. In the Figure 3, the controls palette and the front panel with some examples
of controls and indicators are shown.
Front panel controls and indicators have a corresponding terminal block on the block
diagram, which holds the graphical source code that defines how the VI will operate. A
block diagram is built with terminals and nodes available in the functions palette and that
are connected by wires. An example using the same controls and indicators used in the front
panel is illustrated in the Figure 4; the colors indicate the data type, e.g., numerical
indicators are blue and floating-point ones are orange.
The block diagram code executes based on the principle of dataflow. The rule of dataflow
states that functions execute only when all of their required inputs are populated with data.
This programming architecture allows both sequential and parallel execution to be easily
defined graphically. When a node completes execution, it supplies data to its output
terminals on the right, and follows the dataflow imposed by the wires connecting the block
diagram objects (Gan & Kuo, 2007; Sumathi & Surekha, 2007).

Fig. 3. LabVIEW front panel example and the controls palette.
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Fig. 4. LabVIEW block diagram example with the controls and indicator showed in the
above front panel.
2.3.1 Some programming structures
The LabVIEW structures are graphical representations of the loops and case statements of
text-based programming languages. Structures are found in the functions palette and used
on the block diagram to repeat blocks of code and to execute code conditionally or in a
specific order. Among various structures available in LabVIEW, the While loop will be
briefly described in this subsection, including the case structure, and sequence structures.
Illustrations of those graphical LabVIEW structures are shown in Figure 5.

Fig. 5. Some LabVIEW programming structures and the functions palette.
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While loop: structure that executes the subdiagram inside its borders, until the Boolean
value wired to its conditional terminal be “false”. The conditional terminal value is
checked at the end of iteration, and if the value is “true” the iteration repeats. Since the
default value of the conditional terminal is “false”, the loop iterates only once if left
unwired, but it is possible to change this default status. Hence, the looping “while true”
can be modified to loop unless it is true (Sumathi & Surekha, 2007).
Case structures: they have two or more subdiagrams and only one of which will be
executed, depending on the value of the Boolean, numeric, or string value wired to the
selector terminal. If a Boolean value is wired to the selector terminal, the structure has
two cases, “false” and “true”. If a numeric or string data type is wired to the selector,
the structure can have almost unlimited cases (Sumathi & Surekha, 2007).
State Machine: programming concept to provide an intelligent control structure and
that revolves around three concepts: the state, the event, and the action. In simple
terms, a state machine in LabVIEW is a case structure inside a While loop. The While
loop provides the ability to continuously execute until the conditional operator is set
“false” and the case statement allows for variations in the code to be run (Bitter et al.,
2006).
Sequence structures: these types of structure are used to control the execution order of
nodes that are not data dependent on each other by arranging its elements in a certain
sequence that is called control flow. The sequence structure looks like a frame of film,
and executes first the subdiagram inside the first frame, followed by the subdiagram in
the second, until the last frame (Sumathi & Surekha, 2007).

3. System development
This Section presents the basic system architecture, an overview of the program, and all the
necessary steps for the development of the main program and its subVIs, which constitute
the programming framework for the SMS system.
3.1 System architecture
The system architecture is relatively simple, consisting of a GSM modem and a computer
with LabVIEW. This main block is then connected to the instruments that will be monitored
and/or be controlled. The interface between the user and the system can be accomplished
by any 2G phone, which will be responsible for the communication with the modem, as
illustrated in Figure 6. In this project, in particular, the Version 8 of the LabVIEW platform
was used, and a GSM modem was assembled with the Motorola G24 module, as displayed
in Figure 7.

Fig. 6. SMS system architecture diagram.
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Fig. 7. (a) The G24 module [adapted from (Motorola, 2008)] and (b) the GSM modem used in
the project, with their respective dimensions.
3.2 Program overview
In general terms, the program will perform the initial settings of the GSM modem; prepare it
for sending/receiving messages; wait for commands sent via SMS; execute the requested
action; and re-await a new text message with another command. The basic flowchart of
these actions is illustrated in Figure 8. An overview of the block diagram program created in
LabVIEW is shown in Figure 9.

Fig. 8. Flowchart of the main functions to be programmed using LabVIEW.
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Fig. 9. Main program overview.
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In addition to these actions, the user can choose to receive text messages confirming the
execution of the requested actions. Also, there are some additional settings that need to be
performed in a specific sequence, such as serial communication port settings and GSM
modem signal intensity checking. Hence, the LabVIEW main program was implemented in
a flat sequence structure, as shown in the above picture. In the figure it is not possible to
identify clearly all the details, but for now the purpose is to provide only an overview of the
programming framework, since each step of the program will be detailed in the following
subsections.
3.3 Block diagram
The graphical source code will be explained following the sequence structure in which it is
inserted, that is, from left to right. Likewise, the subVIs will be described at the moment they
appear in the code sequence.
3.3.1 Program initialization
The code piece responsible for the program initialization is shown in Figure 10.

Fig. 10. Frames responsible for the communication port and modem initialization.
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In frame I, explaining in a top-down approaching, there is a VISA block to configure the
serial communication port. VISA is a standard application programming interface that can
control GPIB, USB, serial or other communication protocols, making the appropriate driver
calls. So the user does not have to learn the instrument communication protocol. In this
block it is necessary to inform only the port used for communication, “COM1” in this case.
For the other settings the block default options are used, which are 8 data bits, 1 stop bit, no
flow control, no parity, and baud rate of 9600 bps. The arrays “command” and “action” are
placed under the VISA block, forming a table in the front panel where the user is able to
write the actions performed by each code. This is followed by the array “info”, which is
initially filled with an empty string. But later, it will be used to display an execution
confirmation message, which is the text to be sent for the user, if this confirmation option (to
be explained later) is activated. Continuing, there are the arrays “area” and “cell”, through
which the user should inform the area code and the phone number for which the
confirmation messages aforementioned will be sent. At the bottom of the frame there is a tab
control setting, which allows the visualization of what is being read and written in the serial
buffer. It is useful to be used during the program development, although when the
application is working correctly this tab is not very helpful. Therefore, a button was created
that allows users to either view it or not.
The key function of Frame II is to configure the GSM modem by sending it the AT
commands to disable the flow control and the echo; configure the SMS to text mode; and
adjust the incoming messages settings, as described early in the subsection 2.2.1. The
commands are sent by serial communication using the “VISA write” block in LabVIEW.
This frame also adjusts the value of the global variable “command” to 10, but this
functionality will be explained later, in subsection 3.3.3. In addition, the Boolean value
“false” is attributed to the global variables representing the GSM modem signal intensity
and the commands codes available in the program. These global variables correspond to
LED indicators, which will be seen on the front panel.
The frame III checks the GSM modem signal intensity through a subVI, described below.
3.3.2 SubVI to check signal intensity
The routine to check the modem signal was bundled into a subVI, shown in Figure 11. In
general terms, this subVI queries the signal intensity from the GSM modem via serial
communication in the first frame and reads the answer in the second frame. Then, the
Boolean value “true” is attributed to indicators 1 to 5, representing LEDs on the front panel
in a manner analogous to the indicators of mobile phone screens.
To check the signal intensity, the corresponding AT command is sent through a “VISA
write” block. Next, a property node is used to read the number of bytes of the modem
response and use it as an input parameter of a “VISA read” block, and then the decimal
number corresponding to the signal intensity is extracted from the string received by the
modem. When this number is zero, there is no signal. If the number is between 1 and 9,
there is a weak signal corresponding to one signal bar. A number greater than 9 indicates
two signal bars, greater than 19 indicates three bars, greater than 29 indicates four bars, and
a number greater than 30 indicates the maximum signal level, with five bars.
Next, the parameters obtained in this subVI are forwarded to the indicators of the main
program.
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Fig. 11. Block diagram of the subVI to check the GSM modem signal intensity.
3.3.3 Recognizing and executing SMS commands
This part of the graphical source code was designed as a state machine. It can be considered
the heart of the system and subdivided into two main stages. The first recognizes the code in
a message received by the modem and the second selects the action to be performed,
according to the command received.
In the first stage, shown in Figure 12, the program is within a While loop waiting for
incoming text messages. When a message is received, the property node informs its number
of bytes to the “VISA read” block, from where the message goes to the “read buffer” array,
to be shown in the front panel tab. The message content also goes to “match pattern” blocks,
where it is performed the search for a valid command code in the message text. At this point
Boolean results are generated, which will be used in the second stage.
The message received by the modem is composed by several other characters besides the
text informed by the user, such as date and number of the sender. Therefore, to recognize a
command in the received message it is necessary to create a code table. In this project the
codes are represented by the character X followed by a decimal digit from 0 to 9, and they
were chosen to avoid confusion with the header message characters and to be easily typed
on the keypad mobile phone (Figueiredo et al., 2009).
Furthermore, in this first stage a control variable is created that will be displayed on the
front panel as a switch, allowing the user to choose whether it is desired or not to receive
confirmation messages after the execution of a requested command. In the While loop, is
also checked whether the user has enabled the view of the “tab control” mentioned earlier.
At the beginning of the second stage, shown in Figure 13, the acknowledgment AT
command “+CNMA” (required after each received message) is sent to the modem. Next, the
program enters into a case structure, according to the Boolean results obtained from the
“match pattern” blocks of the first stage. If the block does not find a valid code, the program
goes to a “false” case structure shown in Figure 14. This will return an invalid code message
to the front panel, through the array “info”. It will also send the user mobile phone a
warning via SMS, if the confirmation option is active. When a valid command is received,
the program enters into a second case structure, according to the decimal number after the X
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character. In this step, one of the X0 to X9 indicators will receive Boolean value “true”, in
accordance with the received code, turning on a LED indicator on the front panel,
representing the code that is running. After that, still inside this case structure, the program
runs a stacked sequence structure, where it must be placed the subVI to be executed for each
code. Thus, in the case #0, it is placed the subVI to be executed when the X0 command is
sent to the GSM modem via text message. In the case #1 the subVI is placed in such a way
that will run for the received code X1 and so on, until the last code, which is X9 in this
project. Besides the case structures being used, it is necessary to create an additional case,
which is left blank and enabled as default. In this case, the empty structure is the eleventh
one. For this reason the number 10 was assigned to the global variable “command”
mentioned earlier in subsection 3.3.1.
Increasing the number of codes available for execution is not a difficult task. However, it is
necessary to increase the number of cases in the structure and modify the Boolean routine
that enters in the case structure, in order to make it able to interpret the new codes.

Fig. 12. Code that searches for a valid code in the message received by the modem.
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Fig. 13. Structure that executes the subVI corresponding to the received command.

Fig. 14. Routine that deals with cases where an invalid command is received by the modem.
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The subVIs to be executed for each command must be placed within the first frame (frame
zero) in the sequence structure that is inside the case structure, as illustrated above in Figure
13. After running the subVI, the next frame assembles a text that confirms the execution of
the requested action and sends it to the front panel, through the “info” indicator, as shown
in Figure 15. This same text is used by the modem to send the user mobile phone a message
via SMS. This text message is sent through a subVI that runs only if the confirmation option
is active, and it is detailed in the next subsection.
3.3.4 SubVI to write message
This subVI is built in a sequence structure, numbered from I to VII, as shown in Figure 16.
The frame I specifies the resource to be opened informing the VISA name to a “VISA Flush
I/O Buffer” block, in this case the resource to be opened is the serial communication port
COM1. The frame II gets the phone number informed by the user and passes it to the frame
III, where it is assembled in the AT command to send a text message from the GSM modem.
Frame IV only transmits the ASCII code for “carriage return”, enabling the entry of the
characters that form the message payload, which is transmitted in the frame V. In frame VI
the “\1A” ASCII characters, which correspond to the “CTRL+Z” command, are sent to the
modem, indicating that the message was written, and enabling the modem to send the SMS.
In this frame is used a large time delay for allow the modem to send the text message.

Fig. 15. Sequence structure that assembles and sends the text message.

Fig. 16. SubVI to send messages from the GSM modem to the user mobile phone.
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The frame VII just informs that the subVI for writing and sending the message was executed
correctly, showing this information in the “tab control” placed on the front panel.
All procedures described as the heart of the system are inside a While loop. Hence, after
performing all these actions described, the program returns to the point where it awaits for
the arrival of new text messages by the modem. When a message arrives, this whole process
is repeated until the user press the stop button located on the front panel.
When the stop button is pressed, before the program stops running completely, it goes to
the last frame of the sequence structure, which can be seen in Figure 9 shown earlier. This
last frame function is just to close the communication with the COM1 port through the
“VISA close” block, leaving it available for other possible activities that need to use this
communication port.
At this point it is possible to redesign the flowchart showed earlier in Figure 8, adding now
all program features and also the routine hierarchy, including the subVIs, as shown in
Figure 17. Thus, the block diagram explanation is closed with a summarized review of its
overall operation.
As seen in Figure 17, the computer communication port and GSM modem settings are the
first tasks accomplished. Then, the signal intensity of the modem is checked and the
program enters in a routine waiting for incoming text messages. When a message arrives,
the program searches for a valid command in the text, and once it has been found, the
corresponding subVI is executed. Next, if the confirmation option is active, a text message is
sent the user mobile phone by the modem, confirming the action execution. Lastly, when the
program is stopped, the serial communication port is closed and liberated for other
applications.

Fig. 17. Complete flowchart of actions performed by the block diagram in LabVIEW.
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3.4 Front panel
The front panel of the program developed in LabVIEW is shown in Figure 18, and its
resources are explained below.
The graphical programming allows the creation of detailed interfaces and with high
iteration levels. However, in this application it is not necessary to provide many resources in
the graphical user interface (GUI), because the user will use it only to start the program and
after will work in the distance using SMS. The functions available on the front panel
designed for this project will be explained according to the numbered blocks showed in
Figure 18.

Fig. 18. The application GUI created in the LabVIEW front panel.
Block I is composed of a table created by the arrays “command” and “action”. The user
should fill the array “action” with a brief description about each code function.
Subsequently, the text of these fields will be used to assemble the confirmations messages
sent to the user.
In Block II there is the switch that lets the user choose whether to receive or not the
confirmation messages after running a requested command. This feature will send the user
mobile phone a text message reporting success or failure of the requested action. Therefore,
it is necessary to inform the phone number to which the confirmations will be sent. Since the
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sending of messages implies in additional charges, the switch was designed to enable or
disable this feature.
In Block III there are the signal intensity indicator and a button that closes the program. As
explained before, the indicator is processed through a subVI and its operation is similar to
that seen in cell phones displays: the stronger the signal, the greater the number of bars. The
inactive bars are gray and the active bars are represented in the blue color.
Block IV is formed by the errors indicators. Although there were no failures during the tests
performed in this project, errors may occur during the program execution while reading or
writing in the serial communication buffer, and the error description is displayed in the
corresponding box. Besides, when an error occurs the red LED indicator located in block V
is turned on.
Block V is also composed by information about the program execution. In the “info” box
appears the text of the confirmation messages, which will be sent the user mobile phone by
the GSM modem if the switch of this resource is activated. The indicators X0 to X9 indicate
the last command executed, by turning the corresponding LED to green.
The Block VI is a tab with information about the serial communication channel. The buffer
content is displayed in the “read buffer” box, and the remaining fields show if a valid code
was found in a received message, besides the current string sent to the buffer, and if the
subVI for writing and sending messages was performed correctly. This tab information is
very useful to the programmer, because allows to analyze the status of the serial
communication and locate possible errors with the modem communication. However, it has
no great value to the user, so it is possible to hide the tab by using the button on the left.
Thus, the creation of a user-friendly panel with some basic features allows the user to put
the program to run and accesses its key information without the need to access the block
diagram. It permits to evaluate if everything is fully operational before start to operate the
program remotely via SMS. Moreover, such panel can be useful if there is the need to
publish a web page to monitor the program via Internet.
Once explained the whole operation and programming of the remote SMS system using
LabVIEW, the application will be evaluated in a measurement process described in the next
section.

4. Case study
The objective of this case study is to test and evaluate the proposed remote SMS control and
monitoring. Hence, the developed system was applied to an 1.8-GHz radio mobile envelope
measurement carried out in an urban area. This section will describe the measurement
process and how the SMS tool was used in these measurements, followed by the achieved
results.
4.1 System and measurement description
In the mobile radio channel, signal propagation frequently takes place in a typical urban
environment. In such a situation, there is normally no line-of-sight condition between the
transmitter and mobile receiver and multipath propagation is the predominant
phenomenon. This fact leads to frequency selectivity, since the frequency response of the
channel is no longer flat over all frequencies. One measure of the channel frequency
selectivity is the coherence bandwidth. The coherence bandwidth refers to the frequency
separation between two signals, which results in a given level of correlation between their
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envelope amplitudes. Here, the aim of the measurement process is to characterize the
coherence bandwidth between two frequency-spaced radio mobile signals, based on
narrow-band 1.8-GHz field trials carried out in an urban open area. The equipment list of
the transmitter setup is composed by two signal generator, an amplifier, and a Yagi antenna.
On the other side, the receiver setup is composed by a monopole antenna, a preamplifier, a
splitter, two spectrum analyzers, a trigger signal, and a laptop with the LabVIEW software
installed. The schematic diagram of the measurement systems is shown in Figure 19 (Ribeiro
et al., 2007).
In the transmitter, two frequency-separated continuous wave signals (CW) around 1.8 GHz
are combined and then amplified to about 30 dBm in power. This signal is transmitted from
a 12-dBi vertically polarized Yagi antenna with 33º and 36º E- and H-plane 3-dB beam
widths, respectively. The transmitting antenna is located 10 m above the street level on the
rooftop of a laboratory building (Ribeiro et al., 2007).
The receiver setup is onboard in a vehicle driven along the local area streets. The signal is
received with a 3-dBi monopole antenna, located on the vehicle roof, and then amplified
before being split into two branches. Each signal branch is fed to a spectrum analyzer to
separately detect and record the envelopes of each frequency. In order to simultaneously
record the two frequency-spaced envelopes, the sweep of each analyzer is timesynchronized by the same external trigger signal (Ribeiro et al., 2007).

Fig. 19. Measurement system schematic of the (a) transmitter and (b) receiver setup.
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The recorded envelopes are stored in a personal computer for latter analysis. In the vehicle,
the configuration and control of the equipments, as well the data acquisitions are carried out
using programs developed in LabVIEW. The communication between the instruments and
the laptop is performed via GPIB using an USB/GPIB interface (Ribeiro et al., 2007).
4.2 Applying the SMS tool in the measurement process
The measurements are acquired with the vehicle in movement at a distance of about 1 km
from the transmitter, and frequently it is necessary to change the parameters of one of the
generators located at the laboratory. As a consequence, a person need to stay in the
laboratory to perform this function or the one who is in the vehicle has to return to there
whenever a parameter has to be changed. However, this role can be attributed to the remote
SMS instrumentation supervision and control. Hence, the person who is performing the
measurements in the vehicle can send a text message by a cellular phone to the GSM modem
that transmits the message to the computer with LabVIEW by serial communication, where
the message is interpreted and translated in a command, which is finally sent by GPIB to the
signal generator. Thus this procedure saves time, since there is no need to return to the
laboratory for changing parameters, and there is no need of an additional person in the
laboratory (Ribeiro et al., 2007; Figueiredo et al., 2009).
For this purpose, the configuration shown previously in Figure 6 is added to that shown in
Figure 19 (a). At this point it is necessary to create a subVI for each signal generator
parameter that will be changed and insert it in the appropriate place within the SMS main
program, indicated previously in Figure 13. One can argue about the need to make a
program for each action, but, making the first one, the next subVIs can be made using this
first as model, and no more than one GPIB command needs to be changed, which is a
relatively simple task. In one measurement set it is necessary to vary the signal frequency in
a specific range, in this case from 1800 MHz to 1801 MHz, in steps of 0.1 MHz. To do this,
ten subVIs were designed and placed in the appropriate frame of the case structure, where
each subVI sets the frequency in a determined value according to Table 1, which was also
written in the program front panel.
The block diagram of a subVI that adjusts the frequency at 1801 MHz is shown as an
example in Figure 20.
Code
X0
X1
X2
X3
X4
X5
X6
X7
X8
X9

Action
Set frequency to 1800.1 MHz
Set frequency to 1800.2 MHz
Set frequency to 1800.3 MHz
Set frequency to 1800.4 MHz
Set frequency to 1800.5 MHz
Set frequency to 1800.6 MHz
Set frequency to 1800.7 MHz
Set frequency to 1800.8 MHz
Set frequency to 1800.9 MHz
Set frequency to 1801 MHz

Table 1. Command list to be executed via SMS in the signal generator.
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Fig. 20. All frames of the subVI that sets the signal generator frequency at 1801 MHz.
The program was developed in a sequence structure with six frames, saved as a subVI, and
inserted in the main program. In the frame 0 the initial instrument configuration is done by
setting its RF output port to duplex, the frame 1 sets the frequency; the frame 2 turns on the
amplifier output; the frame 3 is just a time delay in the subVI running; the frame 4 queries
the current signal generator frequency; and the last frame reads the answer from the
instrument. After this first subVI, the other nine were obtained changing the frequency
value in the frame 1. In this case, ten subVIs were used, but the number of available options
can be increased, as explained previously.
4.3 Results
The first tests were conducted with a simplified setup, entirely mounted within the
laboratory. The tests were basically done by sending the commands and examining whether
the requests were properly executed by observing the parameter changes in the instruments.
To measure the full response time of an execution, the confirmation messages were chosen
to be received. Each command showed in Table 1 was sent several times throughout a week,
and the execution time was measured from the moment the message with a command was
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sent until the moment when the confirmation returns. Thus it was possible to analyze how
long the system took to receive, interpret and execute the command, and then assemble and
send the confirmation message to the user. Accounting for the delays intentionally inserted
into some LabVIEW routines, the execution times were around thirty seconds. Additional
tests were performed during times of network congestion and the full response time of an
execution did not show large variations (Figueiredo et al., 2009).
Further tests were performed in the vehicle, during the measurement process, in different
days and times. In these tests the confirmation messages were disabled, because it is
possible to note if the action was executed through the spectrum analyzer screen in the
vehicle. As in the previous tests, all requests were correctly executed with times below thirty
seconds, since in this case there are no times of confirmation messages included.
In addition to the tests conducted for this case study, preceding tests were executed for
controlling and monitoring of car alarm functionalities via SMS, where the results were
satisfactory, and with runtimes similar to those obtained here (Figueiredo et al., 2008).
Furthermore, measurements conducted by other authors investigated the transmission time
and message loss probability, in order to analyze the SMS reliability for emergency warning
systems. The measurement results have shown that it is possible to use SMS in such
systems, since there was no message loss and almost every message was received within a
short time, increasing the trustworthiness of applications based on SMS (Pries et al., 2006).

5. Conclusion
Considering the growth of remote monitoring and control systems and knowing that a large
number of such applications can be achieved using simple text messages, this Chapter has
presented the feasibility of a flexible and low cost monitoring and control solution using
SMS, which can be easily applied and adapted to various applications.
The system is LabVIEW-based and uses standard interfaces for communication. So, it does
not require expert programmers to perform adjustments in the program. It requires basically
a computer with LabVIEW, and a GSM modem, besides the instruments to be controlled
and/or monitored. The access to the system can be carried out using any 2G cell phone
without the need to use high cost devices.
This Chapter showed all the details of how to develop the programming framework with
detailed instructions of each routine within the main program, which makes easier the task
of adapting the system for applications different from that illustrated here.
The developed system was applied to a RF signal procedure measurement saving time and
staff in this process. The tool development and its use in a specific application showed the
LabVIEW versatility. Furthermore, the results showed that SMS is suitable and reliable for
several kinds of applications.
At last, the remote SMS instrumentation supervision and control using LabVIEW allows a
wide range of future work, because it is just needed to adapt the program in accordance
with the requirements of any application where it is desirable to control or monitor
instrumentation remotely, and this Chapter gives the necessary foundation for such work.
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